
4 PORT RS485 NETWORK HUB
CA-A370-P

INSTRUCTIONS



SIMPLIFIES INSTALLATION
DECREASES WIRING AND INSTALLATION COST

PROVIDES HIGHER NETWORK ISOLATION FROM NOISE
ALLOWS YOU TO WIRE AN RS-485 NETWORK IN A STAR CONFIGURATION

The CA-A370 Network Hub allows you to wire an RS-485 
network in a star configuration along a new or existing RS-
485network without affecting the performance of the main-
network or devices connected to it. The CA-A370 has 4 
«slave» ports that are completely independent of one ano-
ther. Using the CA-A370 provides higher network isolation 
from noise thus greatly increasing communications reliabi-
lity. TheCA-A370 simplifies installation, and makes running 
an RS-485 network more cost-effective by reducing wiring 
andinstallation time.

CA-A370 in «Daisy Chain»
Up to eight CA-A370’s can be connected in «daisy chain» 
fashion. The «slave» port of one CA-A370 simply become 
the «master input» of the next one. The distance between 
each CA-A370 should not exceed 3000 feet (1.2km). Please 
follow the installation instructions to ensure that the correct 
EOL terminations are selected.

Master Input
The «master input» port can be connected anywhere 
alongthe «daisy chain» of an existing or new RS-485 
network. In atypical system, the «master input» is connected 
to the RS-485network in the same manner as a CT-V900 
controller. Datareceived from the controllers connected to 
any of the 4»slave» ports of the CA-A370 is transmitted via 
the «masterinput» port to the access control PC. Please 
follow theinstallation instructions to ensure that the cor-
rect EOLterminations are selected. The distance between 
the accesscontrol PC and the «master input» of the first 
CA-A370 shouldnot exceed 3000 feet (1.2km).

«Slave» ports 1-4
«Slave» ports allow you to branch off the main RS-485network 
to reduce wiring and installation time. Up to 32devices can 
be connected in a «daisy chain» to each»slave» port. The 

first controller connected to a «slave» portis wired in the 
same manner as the CT-V900 controller. Asdemonstrated 
in the figure below, the correct terminationmust be selected 
for each «slave» port. The distance ofeach «slave» network 
should not exceed 3000 feet(1.2km). Please follow the ins-
tallation instructions toensure that the correct EOL termina-
tions are selected.

Power requirements
Power is applied to the unit through the 12V and GND 
Inputs.

LED Indicators
The CA-A370 has 6 on-board status indicators to show 
power, network activity and port activity.

Power
The ORANGE power LED indicates that the board is bein 
supplied with power and should be continuously illuminated.

Activity
The RED activity LED indicates that the HUB is active 
ineither broadcasting network messages to the «slave»ports 
or is receiving data from the «slave» ports.

Traffic 1-4
The 4 GREEN traffic LEDs indicate that a device on the 
corresponding «slave» port is broadcasting information 
to the «master input» port. This will also be indicated by the 
master activity LED illuminating in unison.

Fault 1-4
The 4 RED fault LEDs indicate that a fault condition has 
occurred and needs to be checked on the corresponding 
“slave” port.
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